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INSTALLATION INSTRUCTIONS
Recessed Trim / Adjustable _299Lighting
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FOSS RECESSED
 INSTALLATION INSTRUCTIONS

1.

DRIVER

Input

N     L

Input

a

b

1 Module                38 x 38 mm

2 Modules               65 x 38 mm

5 Modules             138 x 38 mm

10 Modules              271 x 38 mm

Cut Out

5-15 mm

3.2.

4. 5.

50mm min

50mm

DRIVER

Don’t cover luminaires 
with thermal insulation material

Off
On

LED IP20

Safety Notes
The safety of this luminaire is guaranteed only if you comply with these instructions; remember to conserve in a safe place
Ensure adequate voltage and frequency is supplied to the equipment
Disconnect from the main power before performing or any maintenance
The installation should be carried out by qualified personnel
For indoor use only

Off
On

5-15 mm


